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More than 500 utilities operate more than 460.000 substationós

Switch gear population

Substationósare filled with more than 60.000 metric tons of SF6
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CAGR % é.Compound average growth rate  4,3 % 2001 é 2006  |  4,6% 2006 é2013 

SF6 concentration globally
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ÂWIKA introduced a test port in 2009

Test port simplifies calibration of monitoring equipment

ÂF-Gas-Regulation 842/2006 14.04.2014

Leak detection system for detection of F-gases

Effects all new switchgear put in service after 2017
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F-Gas-Regulation 842/2006
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Permissible ExposureLimitós(PEL, OSHA US)

8-hour time weighted average (TWA)

Sulfur dioxide SO2 2,00 ppm

Hydrofluoric acid HF 3,00 ppm

Disulfur decafluoride S2F10 0,01 ppm (Very Toxic) 

Occupational Safety & Health Administration
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USED SF6 is contaminated
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Humidity

Acidic 
atmosphere 

(SO2/HF)

Corrosion 

Decreasing
dielectric 
strength 

Humidity causes disasters

ÂDemage of expensive assets

HV substation CAPEX in exceed of ~ 1,0 Mio. ú

ÂPower Outages

Costs can pile up to many millons

ÂToxic substances

Disulfur decafluoride

Sulfur dioxide

Hydrofluoric acid

Note: The higher the volume fraction of the water vapour the

more de-compositionproductósyou will find. 
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Analysis of gas quality

ÂHumidity

ÂSulfure Dioxide

ÂPercentage of SF6

ÂHydrofluoric Acid

ÂDisulfur decafluoride

FTIR - Laboratory

GA11 ïGas Analyzer (Field)
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FTIR - Gas analysis used SF6 (Switch 

gear)

PEL = 2

PEL = 3

PEL = 5

PEL = 2,5

PEL = 0,01
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Benefits of monitoring of SF6

ÂPredictive Maintenance

ÂSimplified emission reporting 

ÂPrecise sensors are essential for sound information
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WIKAósonline monitoring solution
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Â3 Temperature sensors

1 sensor is exposed to the gas

1 sensor @ pressure sensor

1 sensor is close to ambient

ÂIntegrated pressure sensor

Accuracy 0,06 % f.s.d.

ÂCalculated densitiy signal

ÂIntegrated humidity sensor

ÂRS485

ÂMODBUS

ÂDNP3.0 upon request
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Density is the ratio of the mass & 

volumeïno direct measurement !
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Value of the digital products
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SF6 Gas Excellence
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Value of the digital products
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SF6 Gas Excellence
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Resolution & flat lines
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SF6 Gas Excellence

Tank = 12.000 litres

Initial density = 30,086 g/l

Initial mass = 361,032 Kg

About one month


